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Addendum                      ……………………………………………………………………………………  page  24,25,26 

AKWANGA LGA/VILLAGES 

S/N Location Take Off Point Distance 
to Load 

Point (kM) 

Type of 
Line    
(kV) 

Transformer 
Capacity 

(kVA) 

Remarks 

1 Bayan Dutse Andaha 0.05 33 300 Allow for 20 Span LT 

2 Numa Andaha 2.5 33 300 Allow for 20 Span LT 

3 Arum Gida Numa 3 33 300 Allow for 20 Span LT 

4 Arum Gona Arum Gida 2 33 300 Allow for 20 Span LT 

5 Anji Arum Gida 1.5 33 300 Allow for 20 Span LT 

6 Ancho Arum Gida 2 33 300 Allow for 20 Span LT 

7 Pam Pam Ancho 2.5 33 300 Allow for 20 Span LT 

8 Nimda Andda 4 33 300 Allow for 20 Span LT 

9 Kataza Andda6 5 11 300 Allow for 20 Span LT 

10 Bakin Riga Kataza 1.5 11 300 Allow for 20 Span LT 

11 Apanda Mochu 1.2 11 300 Allow for 20 Span LT 

12 Gbuwhen Apanda 0.5 11 500 Allow for 20 Span LT 

13 Dancha Gbuwhen 1.5 11 300 Allow for 20 Span LT 

14 Kobur Dancha 4.5 11 500 Allow for 20 Span LT 

15 Anjagwa Ancho 5 11 500 Allow for 20 Span LT 

16 Anjagwa madaki Anjagwa 1 11 300 Allow for 20 Span LT 

17 Tabu Gwanje 2.5 11 300 Allow for 20 Span LT 

18 Nghancho Tabu 2 11 300 Allow for 20 Span LT 
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19 Angren Ngwancho 1.2 11 300 Allow for 20 Span LT 

20 Manto  Ancho 3 11 500 Allow for 20 Span LT 

21 Chusi Manto 1.1 11 300 Allow for 20 Span LT 

22 Manveh Chusi 1 11 300 Allow for 20 Span LT 

23 Gudi Sati Post Office Gudi 2 33 500 Allow for 20 Span LT 

24 Angwan Nungu Gudi Gudi Sati 2 33 300 Allow for 20 Span LT 

25 Endahan Angwan Nungu 4 33 300 Allow for 20 Span LT 

26 Vehen Ngwancho 2 11 200 Allow for 20 Span LT 

27 Ngaruwa Ngwancho 2 11 200 Allow for 20 Span LT 

28 Bunchu Buku 2 11 300 Allow for 20 Span LT 

29 Kambre Bunchu 2 11 300 Allow for 20 Span LT 

30 Ngagbela Gongola 1.2 11 500 Allow for 20 Span LT 

31 Ngawhan Ngagbela 1.1 11 500 Allow for 20 Span LT 

32 Angwan Rigiya Ngawhan 0.5 11 500 Allow for 20 Span LT 

33 Gbuje Angwan Rigiya   0.8 11 500 Allow for 20 Span LT 

34 Kechimgbo Gbuje 3 11 300 Allow for 20 Span LT 

35 Moroa Gudi 24 33 500 Allow for 20 Span LT 

36 Awon Rinze 3 33 200 Allow for 20 Span LT 

37 Risha Rinze 2 33 300 Allow for 20 Span LT 

38 Anjida Hakimi Rinze 4 33 500 Allow for 20 Span LT 

39 Ninga Rinze 6 33 500 Allow for 20 Span LT 

40 Agyaga Nunku 5 33 500 Allow for 20 Span LT 

41 Goho Sarki Nunku 3 33 300 Allow for 20 Span LT 

42 Goho Daji Goho Sarki 2.5 33 300 Allow for 20 Span LT 
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43 Adeh Rinze 20 Proposed Solar Mini Grid Allow for 20 Span LT 

44 Takpir Lelle Rinze 21 Proposed Solar Mini Grid Allow for 20 Span LT 

45 Anjid Tide Rinze 22 Proposed Solar Mini Grid Allow for 20 Span LT 

 
AWE LGA/VILLAGES 

S/N Location Take Off 
Point 

Distance 
to Load 

Point (kM) 

Type 
Line  
(kV) 

Transformer 
Capacity 

(kVA) 

Remarks 

1 Tunga Baure 25 33 500 Allow for 20 Span LT 

2 Tsohon Tunga Baure 1 33 200 Allow for 20 Span LT 

3 Kafin Moyi Baure 0.2 33 200 Allow for 20 Span LT 

4 Gidin Kade Baure 5 33 200 Allow for 20 Span LT 

5 Gidan Aduba Baure 0.2 33 200 Allow for 20 Span LT 

6 Kosono Tunga 12 11 300 Allow for 20 Span LT 

7 Agudu  Tunga 0.5 11 300 Allow for 20 Span LT 

8 Gidan Jira Tunga 0.5 11 300 Allow for 20 Span LT 

9 Rugan Jobe Tunga 0.5 11 300 Allow for 20 Span LT 

10 Gidan Vigh Tunga 0.2 11 200 Allow for 20 Span LT 

11 Gidan Kame Tunga 0.2 11 200 Allow for 20 Span LT 

12 Ampana Nomadic Mahangan 6 11 200 Allow for 20 Span LT 

13 Ampana Mahangan 5 11 200 Allow for 20 Span LT 

14 Mahanga Nomadic Mahangan 5 11 200 Allow for 20 Span LT 

15 Wuse Azara Town 3.5 33 500 Allow for 20 Span LT 

16 Akiri Azara Town 2 33 300 Allow for 20 Span LT 

17 Rugwagu Azara Town 3.5 33 200 Allow for 20 Span LT 
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18 Ibi Azara Town 4 33 500 Allow for 20 Span LT 

19 Ribi Azara Town 1.5 33 500 Allow for 20 Span LT 

20 Ibume Azara Town 3 33 200 Allow for 20 Span LT 

 
DOMA LGA/VILLAGES 

S/N Location Take Off 
Point 

Distance 
to Load 

Point (kM) 

Type 
Line  
(kV) 

Xformer’s 
Capacity 

(kVA) 

Remarks 

1 Yelwa Doma 1.4 33 300 Allow for 20 Span LT 

2 Igabo Yelwa 12 33 300 Allow for 20 Span LT 

3 Idadu Igabo 14 33 300 Allow for 20 Span LT 

4 Agwata Idadu 15 33 300 Allow for 20 Span LT 

5 Agwashi Idadu 20 33 500 Allow for 20 Span LT 

6 Alagya Doma 16 33 300 Allow for 20 Span LT 

7 Rukubi Agwata 13 33 300 Allow for 20 Span LT 

8 Buruburu Doma 28 33 300 Allow for 20 Span LT 

9 Rutu Iwashi 6 11 300 Allow for 20 Span LT 

10 Bukan Kwano Alagya 20 33 300 Allow for 20 Span LT 

11 Amaku Bukan Kwano 25 33 300 Allow for 20 Span LT 

12 Gidan Bawa Amaku 10 33 300 Allow for 20 Span LT 

13 Mudu Doma 13 33 300 Allow for 20 Span LT 

14 Angwan Twabe lofere Doma Town 3 11 300 Allow for 20 Span LT 

15 Federal Technical 
Science School Doma 

Doma Town 1 11 300 Allow for 20 Span LT 
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16 Alhassan Primary 
School Doma 

Doma Town 2 11 300 Allow for 20 Span LT 

17 Omgmini Primary 
Healthcare 

Doma Town 2 11 300 Allow for 20 Span LT 

18 Mathew Attah Akwe 
Street 

Doma Town 1 11 300 Allow for 20 Span LT 

19 Govt. Science 
Secondary School 
Odorogya 

Doma Town 1 11 300 Allow for 20 Span LT 

20 Behind Lower Benue Doma Town 1 11 300 Allow for 20 Span LT 

21 Angwan Twabe lofere Doma Town 1 11 300 Allow for 20 Span LT 

22 Behind Local Govt. 
Guest House 

Doma Town 1 11 300 Allow for 20 Span LT 

23 Govt. College Doma Doma Town 1 11 300 Allow for 20 Span LT 

24 Akada Doma Town 1 11 300 Allow for 20 Span LT 

25 Andoma Guest House 
Community 

Doma Town 1 11 300 Allow for 20 Span LT 

26 Science Demostration 
College 

Doma Town 1 11 300 Allow for 20 Span LT 

27 Angunin Owuse Doma Town 2 11 300 Allow for 20 Span LT 
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KARU LGA/VILLAGES 

S/N Location Take Off 
Point 

Distance 
to Load 

Point (kM) 

Type 
Line  
(kV) 

Transformer 
Capacity 

(kVA) 

Remarks 

1 Karshi (Emir's Palace) Down-Drop 0.05 33 300 Allow for 20 Span LT 

2 Karshi-Orozo Down-Drop 0.05 33 200 Allow for 20 Span LT 

3 Gindan Mudu Down-Drop 0.04 33 300 Allow for 20 Span LT 

4 Gasaki (under karshi) Old Karshi 
Junction 

2 11 500 Allow for 20 Span LT 

5 Kurafe Old Karshi By-
pass Junction 

 1.5 11 300 Allow for 20 Span LT 

6 Uke Down-Drop 0.2 11 300/100 Allow for 20 Span LT 

7 IDP Camp Gurku Gurku 2.5 11 300 Allow for 20 Span LT 

8 Chakwa (after Gurku) Gurku 12 11 300 Allow for 20 Span LT 

9 Kugwaru (after 
Gurku) 

Gurku 15 11 300 Allow for 20 Span LT 

10 Kabusu (after Gurku) Gurku 20 11 500 Allow for 20 Span LT 

11 Gurku Gurku Junction 50 11 300 Allow for 20 Span LT 
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12 Angwan  Paa II 
(along Gitata road) 

Down-Drop 0.05 33 200 Allow for 20 Span LT 

13 Angwan Tara Down-Drop 0.05 33 200 Allow for 20 Span LT 

14 Angwan Kutu Down-Drop 0.05 33 200 Allow for 20 Span LT 

15 Kawo (along Panda 
road) 

Down-Drop 0.05 33 200 Allow for 20 Span LT 

16 Kuda Yaskwa  (along 
Panda road) 

Down-Drop 0.05 11 200 Allow for 20 Span LT 

17 Kuda Koro  (along 
Panda road) 

Down-Drop 0.05 11 200 Allow for 20 Span LT 

18 Panda  Down-Drop 0.2 11 200 Allow for 20 Span LT 
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KEANA LGA/VILLAGES 

S/N Location Take Off Point Distance 
to Load 
Point 
(kM) 

Type 
Line  
(kV) 

Transformer 
Capacity 

(kVA) 

Remarks 

1 Obosi Doma Keana to Giza 0.1 33 100 Allow for 20 Span LT 

2 Kuduku Keana to Giza 0.1 33 300 Allow for 20 Span LT 

3 Kalichi Keana to Giza 0.1 33 200 Allow for 20 Span LT 

4 Tacha 1 Agaza  to Keana 0.1 33 200 Allow for 20 Span LT 

5 Tacha 2 Agaza  to Keana 0.1 33 200 Allow for 20 Span LT 

6 Jangar Gari Awe 0.12 11 300 Allow for 20 Span LT 

7 Marara Awe 0.2 11 200 Allow for 20 Span LT 

8 Akwate Awe 0.2 11 200 Allow for 20 Span LT 

9 Rugan Baban Bera Awe 0.2 11 200 Allow for 20 Span LT 

10 Kadarko Giza 7 33 500 Allow for 20 Span LT 

11 Giza Secretariat Down-Drop 0.70 33 300 Allow for 20 Span LT 
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12 Sarkin Noma Kadarko 3 33 300 Allow for 20 Span LT 

13 Kwarra Agyaragu 
Substation 

9 33 300 Allow for 20 Span LT 

14 Kadarko Giza 7 33 500 Allow for 20 Span LT 

15 Giza Secretariat Down-Drop 0.07 33 300 Allow for 20 Span LT 

16 Sarkin Noma Kadarko 3 33 300 Allow for 20 Span LT 

17 
Kwarra 

Agyaragu 
Substation 

9 33 300 Allow for 20 Span LT 

 
KEFFI LGA/VILLAGES 

S/N Location Take Off 
Point 

Distance 
to Load 

Point (kM) 

Type 
Line  
(kV) 

Transformer 
Capacity 
(kVA) 

Remarks 

1 Secretariat LG Down-Drop 0.05 33 50 Allow for 20 Span LT 

2 Angwan Kare Down-Drop 0.05 11 500 Allow for 20 Span LT 

3 Angwan Sokoto 
(along  G.R.A) 

Down-Drop 0.05 11 500 Allow for 20 Span LT 

4 G.R.A Keffi Down-Drop 0.05 11 300 Allow for 20 Span LT 

5 Angwan Ninzo (along 
bypass Jigwada road) 

Down-Drop 0.05 11 300 Allow for 20 Span LT 

6 Angwan Tanko Down-Drop 0.05 11 300 Allow for 20 Span LT 

7 Iya l (behind strong 
Alluminium Company) 

Down-Drop 0.05 33 500 Allow for 20 Span LT 

8 CRDP (Banka Street) Al-Iman 
Junction Keffi 

0.3 33 300 Allow for 20 Span LT 
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9 Kongo Yelwa Junction 0.5 11 300 Allow for 20 Span LT 

10 Angwan Kare Kare Jucntion, 
Angwan 
Lambu 

0.1 33 500 Allow for 20 Span LT 

 
 
 
 
 
 

KOKONA LGA/VILLAGES 

S/N Location Take Off 
Point 

Distance 
to Load 

Point (kM) 

Type 
Line  
(kV) 

Transformer 
Capacity 

(kVA) 

Remarks 

1 Sabon Gari (Ginti) 
inside Garaku 

Down-Drop 0.05 33 500 Allow for 20 Span LT 

2 Gurku Toni (along 
Amba Road) 

Down-Drop 0.05 33 500 Allow for 20 Span LT 

3 Dari Village along 
Amba Road 

Down-Drop 0.05 33 500 Allow for 20 Span LT 

4 Arusu Village (along 
Amba Road) 

Down-Drop 0.05 33 300 Allow for 20 Span LT 

5 Angwan Mangoro 
(along Amba Road) 

Down-Drop 0.05 33 200 Allow for 20 Span LT 

6 Amba Village Down-Drop 0.05 33 200 Allow for 20 Span LT 
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7 Kandere Village 
(along Bassa Road) 

Down-Drop 0.05 33 500 Allow for 20 Span LT 

8 Bassa Village Down-Drop 0.05 33 500 Allow for 20 Span LT 

9 Agwada Down-Drop 0.05 33 500/300 Allow for 20 Span LT 

10 Sabon Gida Kokona 4 33 200 Allow for 20 Span LT 

11 Pambarau Sabon Gida 4 33 200 Allow for 20 Span LT 

12 Songo Pambarau 1 33 300 Allow for 20 Span LT 

13 Kofan Gwari Kofan Gwari 2 33 300 Allow for 20 Span LT 

14 Bakin Ayeni Kofan Gwari 6 33 300 Allow for 20 Span LT 

 
 

LAFIA LGA/VILLAGES 

S/N Location Take Off 
Point 

Distance 
to Load 

Point (kM) 

Type 
Line  
(kV) 

Transformer 
Capacity 

(kVA) 

Remarks 

1 Bayan Gida Kaza off 
BAD Road 

Command 
Science 
Secondary 
School Lafia 

1 33 500 Allow for 20 Span LT 

2 Abatoir Community Command 
Science 
Secondary 
School Lafia 

2 33 300 Allow for 20 Span LT 

3 Konka Down-Drop 0.02 33 500 Allow for 20 Span LT 
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4 Opposite GSS Tudun  
Gwandara 

Down-Drop 0.05 33 300 Allow for 20 Span LT 

5 Damba Keffi Wambai 4 33 300 Allow for 20 Span LT 

6 Akurba Asenya Shabu 3 33 300 Allow for 20 Span LT 

7 Akurba Sarki Pada Akurba 
Asenya 

3 33 300 Allow for 20 Span LT 

8 Gimare NBS Junction 5 33 300 Allow for 20 Span LT 

9 Wakwa Baba Gimare 2 33 300 Allow for 20 Span LT 

10 Ambana Garejin BAD 3 33 300 Allow for 20 Span LT 

11 Behind Ta'al pry. sch. 
Dunamis street Bukan 
Sidi. 

New Sabon 
Pegi, Behind 
New Lafia 
Bus 
Terminals, 
Bukan-Sidi  

   0.7   33 500 Allow for 20 Span LT 

12 Dadin Kowa Shabu Shabu Isolation 
Centre Juction 

0.5 33 500 Allow for 20 Span LT 

13 Doka Shabu  4 33 300 Allow for 20 Span LT 

14 Behind Tipper 
Garrage Ombi  

Down-Drop 0.2 33 300 Allow for 20 Span LT 

15 Ombi 2 Behind 
Paradise Hotel  

Down-Drop 0.05 33 500 Allow for 20 Span LT 

16 Agunji Shabu 5 33 500 Allow for 20 Span LT 

17 Lafia North 
Secretariat  

Shabu 3 33 300 Allow for 20 Span LT 
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18 Shabu New 
Extension 

Living Faith 
Junction Shabu 

2 33 500 Allow for 20 Span LT 

19 BAD 200 Housing 
Units Off 

Kwandere Road 

4 33 500 Allow for 20 Span LT 

20 Randan Sarki Awuma 4 33 300 Allow for 20 Span LT 

21 Lakio Doka 6 33 300 Allow for 20 Span LT 

22 Ombi Anzaku Down-Drop 0.07 33 300 Allow for 20 Span LT 

23 Akura Doka 9 33 300 Allow for 20 Span LT 

24 Ruwaya BAD 9 33 300 Allow for 20 Span LT 

25 Andasre Sabon Pegi 
Shabu 

8 33 300 Allow for 20 Span LT 

26 Agyaragu Koro Down-Drop 0.07 33 300 Allow for 20 Span LT 

27 Kiraya Down-Drop 0.07 33 300 Allow for 20 Span LT 

28 Makuya Down-Drop 0.07 33 300 Allow for 20 Span LT 

29 Ashangwa Down-Drop 0.07 33 500 Allow for 20 Span LT 

30 Ashige Down-Drop 0.05 33 500 Allow for 20 Span LT 

31 Ahwagana Ashige 4 33 300 Allow for 20 Span LT 

32 Gidan Baba Ahwagana 5 33 300 Allow for 20 Span LT 

33 Ugah Gidan Baba 14 33 300 Allow for 20 Span LT 

34 Govt. Technical 
College Assakio 

Down-Drop 0.05 33 500 Allow for 20 Span LT 

35 Gwayaka Ugah 4 33 300 Allow for 20 Span LT 

36 Sabon Gida Local Govt. 
Secretariat 

9 33 500 Allow for 20 Span LT 
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37 Tungan Nupawa Assakio 9 33 300 Allow for 20 Span LT 

38 Tungan Dadu Ugah 7 33 300 Allow for 20 Span LT 

 
 
 
 
 
 
 
 
 
 
 
 
 

NASARAWA LGA/VILLAGES 

S/N Location Take Off 
Point 

Distance to 
Load Point 

(kM) 

Type of 
Line  
(kV) 

Transformer 
Capacity 

(kVA) 

Remarks 

1 Al-Iman  New Extension 
Community 

Al-Iman 
Junction, Biri-
Gade 

0.62 33 500 Allow for 20 Span LT 

2 Angwan Baduku (Up-
Oversea) 

Eco Bank 
Junction 
Oversea 

0.5 11 500 Allow for 20 Span LT 
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3 Angwan Gwari Mai-Kai 
(Ara 1) 

Down-Drop 0.05 33 300 Allow for 20 Span LT 

4 Kusa (Ara 1) Down-Drop 0.05 33 300 Allow for 20 Span LT 

5 Tulluwa (Ara 1) Down-Drop 0.05 33 300 Allow for 20 Span LT 

6 Shamage (along Keffi 
road)  

Down-Drop 0.05 33 100 Allow for 20 Span LT 

7 Foundation School Area 
(inside Nasarawa) 

Down-Drop 0.075 33 300 Allow for 20 Span LT 

8 Angwan Napalaqa Mangoro 
Goma 
Junction 

0.7 33 500 Allow for 20 Span LT 

9 Angwan Waje – 
Nasarawa 

Down-Drop 0.05 33 300 Allow for 20 Span LT 

10 G.R.A Phase II Down-Drop 0.05 11 300 Allow for 20 Span LT 

11 Shagari road, Phase II Down-Drop 0.075 33 300 Allow for 20 Span LT 

12 Ara Junction, Nasarawa Down-Drop 0.05 33 500 Allow for 20 Span LT 

13 Endo (Gindin Dutse) 
along Mararaba road 

Down-Drop 0.05 33 200 Allow for 20 Span LT 

14 Kwotto along Mararaba 
road 

Down-Drop 0.05 33 500 Allow for 20 Span LT 

15 Onogbo Down-Drop 0.05 33 500 Allow for 20 Span LT 

16 Loko M/Udege 62 33 500×5 & 
1x2500 

Allow for 50 Span LT 

17 Olegepe Loko 3 33 300 Allow for 20 Span LT 

18 Ayele  Olegepe 4 33 300 Allow for 20 Span LT 
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19 Oshugu Ayele  5 33 300 Allow for 20 Span LT 

20 Iggah Oshugu 3 33 200 Allow for 20 Span LT 

21 Kyereku Loko 3 33 500 Allow for 20 Span LT 

22 Ogufa Kyereku 10 33 500 Allow for 20 Span LT 

23 Oguba Ogufa 16 33 500 Allow for 20 Span LT 

24 Gota Oguba 20 33 500 Allow for 20 Span LT 

25 Tunga Oguba 15 33 300 Allow for 20 Span LT 

26 Aza Oguba 4 33 500 Allow for 20 Span LT 

27 Aisa Aza 3 33 500 Allow for 20 Span LT 

28 Ajigwara Aisa 4.5 33 300 Allow for 20 Span LT 

29 Oguma Ajigwara 8 33 300 Allow for 20 Span LT 

30 Bakono Oguma 17 33 500 Allow for 20 Span LT 

31 Ajaga Bakono 13 33 500 Allow for 20 Span LT 

32 Rafin-Fita Down-Drop 0.05 33 300 Allow for 20 Span LT 

33 Ushata 1 Down-Drop 0.05 33 500 Allow for 20 Span LT 

34 Ushata 2 Down-Drop 0.05 33 500 Allow for 20 Span LT 

35 Okpena Oguma  0.05 33 300 Allow for 20 Span LT 

36 Kama-Oto Down-Drop 0.05 33 300 Allow for 20 Span LT 

37 Gidan Kwano Down-Drop 0.05 33 300 Allow for 20 Span LT 

38 Endo Down-Drop 0.05 33 200 Allow for 20 Span LT 

39 Iyenu Odu Junction, 
Udege 

3 33 200 Allow for 20 Span LT 

40 Gada Hudu Down-Drop 0.02 33 300 Allow for 20 Span LT 

41 Odenin-Kasa Gada Hudu 10 33 300 Allow for 20 Span LT 
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42 Odegen-Gida Odegen-Kasa 3 33 500 Allow for 20 Span LT 

43 Afura Adagba Odegen-Kasa 10 33 500 Allow for 20 Span LT 

44 Kuvo Down-Drop 0.02 33 300 Allow for 20 Span LT 

45 Usha-Kadu Down-Drop 0.02 33 500 Allow for 20 Span LT 

46 Rafin-Tsamiya Down-Drop 0.02 33 200 Allow for 20 Span LT 

47 Gidan-Aminu Down-Drop 0.03 33 200 Allow for 20 Span LT 

48 Ekpa Loko 5 33 500 Allow for 20 Span LT 

49 Afura-Ogba Ekpa 3 33 500 Allow for 20 Span LT 

50 Akum Afura-Ogba 8 33 500 Allow for 20 Span LT 

51 Agam Akum 5 33 500 Allow for 20 Span LT 

52 Aseni Ekpa 10 33 500 Allow for 20 Span LT 

53 Odenin Magaji Oshugu 30 33 500 Allow for 20 Span LT 

 
 
 
 
 
 
 

NASARAWA EGGON LGA/VILLAGES 

 

S/N Location Take Off 
Point 

Distance 
to Load 

Point (kM) 

Type of 
Line  
(kV) 

Transformer 
Capacity 

(kVA) 

Remarks 

1 Agunji Down-Drop 0.01 33 300 Allow for 20 Span LT 

2 Ogbagi Agunji 3.5 33 500 Allow for 20 Span LT 
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3 Alogani-South  Ogbagi 1.8 33 500 Allow for 20 Span LT 

4 Alogani-North  Alogani 
Centre 

2 33 500 Allow for 20 Span LT 

5 Kururuwa Down Drop 0.015 33 300 Allow for 20 Span LT 

6 Ginda Ginda Town 1 33 300 Allow for 20 Span LT 

7 Kagbu N-Eggon 3 33 300 Allow for 20 Span LT 

8 Almisi Ezzan Ikka Wangibi 5 33 500 Allow for 20 Span LT 

9 Neko Tudu Kagbu Endehu 20 33 300 Allow for 20 Span LT 

10 Ikka Wangibi Mada Station 10 33 500 Allow for 20 Span LT 

11 Brum 2 Almisi 12 33 500 Allow for 20 Span LT 

12 Igga Brum 2 Brum 2 8 33 300 Allow for 20 Span LT 

13 Mada Station Kagbu 13 33 500 Allow for 20 Span LT 

14 Arikpa Lambaga 3 33 500 Allow for 20 Span LT 

15 Arikpa Mission  Arikpa 5 33 300 Allow for 20 Span LT 

16 Orgarzzi Arikpa 8 33 500 Allow for 20 Span LT 

17 Wakama Ola Hospital 
Akwanga 

2 33 500 Allow for 20 Span LT 

18 Alushi Wakama 3 33 500 Allow for 20 Span LT 

19 Washo Akpata 4 33 500 Allow for 20 Span LT 

20 Akwaji Washo 2 33 500 Allow for 20 Span LT 

21 Eva Washo 2 33 500 Allow for 20 Span LT 

22 Gina Akwaji 2 33 300 Allow for 20 Span LT 

23 Okpusheani Gina 3 33 300 Allow for 20 Span LT 

24 Okyea Magaji Washo 2 33 300 Allow for 20 Span LT 
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25 Ayunami Okyea Magaji 2 33 300 Allow for 20 Span LT 

26 Eva Ozhu Ayun ami 1.5 33 300 Allow for 20 Span LT 

27 Eva Endahu Eva Ozhu 1.5 33 300 Allow for 20 Span LT 

28 Endehu Oden Eva Endahu 2 33 500 Allow for 20 Span LT 

29 Ahoo Endehun 2 33 300 Allow for 20 Span LT 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

OBI LGA/VILLAGES 

S/N Location Take Off 
Point 

Distance 
to Load 

Point (kM) 

Type 
Line  
(kV) 

Transformer 
Capacity 

(kVA) 

Remarks 
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1 Ikpose Gye Obi 9 33 300 Allow for 20 Span LT 

2 Abagu  Obi 5 33 200 Allow for 20 Span LT 

3 Atabula Obi 5 33 200 Allow for 20 Span LT 

4 Kwashiro Obi 7 33 200 Allow for 20 Span LT 

5 Okpeka Obi 6 33 300 Allow for 20 Span LT 

6 Kayarda Agyaragu 
Substation 

4 33 300 Allow for 20 Span LT 

7 Musha Kyarda 3 33 300 Allow for 20 Span LT 

8 Madagwa Musha 4 33 300 Allow for 20 Span LT 

9 Akanga Sarkin Noma 4 33 300 Allow for 20 Span LT 

10 Akauku Akanga 5 33 200 Allow for 20 Span LT 

11 Agwada  Down-Drop 0.01 33 500 Allow for 20 Span LT 

12 Shupe Agwada 3 33 500 Allow for 20 Span LT 

13 Atabulu Shupe 12 33 500 Allow for 20 Span LT 

14 Farin-Ruwa Deddere 
Town 

10 33 500 Allow for 20 Span LT 

15 Sabon Layi Deddere 
Town 

0.2 33 300 Allow for 20 Span LT 

16 Angwan Rukuba Deddere 
Town 

0.2 33 300 Allow for 20 Span LT 

17 Amawa Deddere 
Town 

0.2 33 300 Allow for 20 Span LT 

18 Angwan Mamman Deddere 
Town 

0.1 33 300 Allow for 20 Span LT 
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19 Angwan Hamidu Deddere 
Town 

0.1 33 300 Allow for 20 Span LT 

20 Angwan Sule Deddere 
Town 

0.1 33 300 Allow for 20 Span LT 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 

TOTO LGA/VILLAGES 
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S/N Location Take Off 
Point 

Distance 
to Load 

Point (kM) 

Type 
Line  
(kV) 

Transformer 
Capacity 

(kVA) 

Remarks 

1 Yelwa Gbeni Mada Village 3 33 200 Allow for 20 Span LT 

2 Gbeni Chuku Yelwa Village 2 33 200 Allow for 20 Span LT 

3 Kuru-Kana Kuru Village 3 33 200 Allow for 20 Span LT 

4 Kuru Rakpani Kuru Village 5 33 200 Allow for 20 Span LT 

5 Ukya Ahere Ukya Sabo 2 33 200 Allow for 20 Span LT 

6 Ahere-Wada Ukya Sabo 1 33 200 Allow for 20 Span LT 

7 Wada-Chiji Ukya Sabo 3 33 300 Allow for 20 Span LT 

8 Chiji-Osewu Ukya Sabo 1 33 200 Allow for 20 Span LT 

9 Osewu-Gate Ukya Sabo 1 33 200 Allow for 20 Span LT 

10 Gate-Ohimozo Ukya Sabo 2 33 200 Allow for 20 Span LT 

11 Chiji-Abaza Ukya Sabo 3 33 200 Allow for 20 Span LT 

12 Abaza-Achido Ukya Sabo 2 33 200 Allow for 20 Span LT 
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POWERED BY: NASARAWA ELECTRICITY POWER AGENCY 

 

 

 

 

 

 

 

WAMBA LGA/VILLAGES 

S/N Location Take Off 
Point 

Distance 
to Load 

Point (kM) 

Type 0f 
Line  
(kV) 

Transformer 
Capacity 

(kVA) 

Remarks 

1 Barmo Sarki Angwan Rimi 3 33 500 Allow for 20 Span LT 

2 Gbambu Wamba 1 33 500 Allow for 20 Span LT 

3 Kose Gbambu 1 33 300 Allow for 20 Span LT 

4 Angwan Abakwa Kose 3 33 300 Allow for 20 Span LT 

1 Yashin-Sarki Agamati 5 33 500 Allow for 20 Span LT 

2 Yashin-Madaki Angwan Baka 5 33 300 Allow for 20 Span LT 

3 Chesu Sarki G.S.S Chesu 1 33 300 Allow for 20 Span LT 

4 Mangar Kwarra 8 33 500 Allow for 20 Span LT 

5 Yashin-Pah Hayin Gada 4 33 500 Allow for 20 Span LT 

6 Arum Sarki Chini 5 33 300 Allow for 20 Span LT 

7 Arum Tamara Arum Kado 1 33 300 Allow for 20 Span LT 

8 Andohor Marhai 3 33 300 Allow for 20 Span LT 

9 Kanje Kwarra 5 33 300 Allow for 20 Span LT 

10 Shawe Kwarra 6 33 300 Allow for 20 Span LT 

11 Gida Angwan Rimi 7 33 300 Allow for 20 Span LT 

12 Kango Angwan Rimi 5 33 300 Allow for 20 Span LT 
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ADDENDUM 

 

LOCAL GOVERNMENT AREA HEADQAUTERS OF THE STATE AND THEIR STATUS (CONNECTED AND 

NOT CONNECTION TO THE NATIONAL GRID) 

All the thirteen (13) Local Government Area Headquarters of Nasarawa State are connected to the National Grid. 

Though, Toto Local Government has the 33kV Line constructed but without functional transformers. 

DEVELOPMENT AREA HEADQAUTERS OF THE STATE AND THEIR STATUS (CONNECTED AND NOT 

CONNECTION TO THE NATIONAL GRID) 

A. Nasarawa North Senatorial Zone  One (1) not connected, Two (2) connected 

B. Nasarawa South Senatorial Zone One (1) not connected, Six (6) connected 

C. Nasarawa West Senatorial Zone Three (3) not connected, Four (4) connected 

 

SUMMARY 

i. Number of Local Government Area Headquarter(s) connected    =  13 

ii. Number of Local Government Area Headquarter(s) not connected   =  Nil 
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iii. Number of Development Area Headquarter(s) connected    = 13 

iv. Number of Development Area Headquarter(s) not connected   = 5 

 

 

 

 

 

A. NASARAWA NORTH SENATORIAL ZONE 

S/N DEVELOPMENT AREA  HEADQUARTERS  STATUS 

1 Agidi Mada Station Not Connected 

2 Akun Akpata  Connected 

3 Akwanga West  Rinze Connected 

4 Farin Ruwa Kwarra Connected 
 

 

 

 

 

 

B. NASARAWA SOUTH SENATORIAL ZONE 

S/N DEVELOPMENT AREA  HEADQUARTERS  STATUS 

1 Ewkye Agbashi Not Connected 

2 Jankwe Agyaragu Connected 
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3 Deddere Deddere Connected 

4 Azara Azara Connected 

5 Giza Giza Connected 

6 Lafia North Shabu Connected 

7 
 

Lafia East Assakio Connected 

 

C. NASARAWA WEST SENATORIAL ZONE 

 

S/N DEVELOPMENT AREA  HEADQUARTERS STATUS 

1 Karshi Uke Connected 

2 Panda Panda NOT Connected 

3 Agwada Agwada Connected 

4 Loko Loko NOT Connected 

5 Udege Mararaba-Udege Connected 

6 Umaisha Umaisha NOT Connected 

7 Gadabuke Gadabuke Connected 

 

 

Signed: 

ENGR. YAKUBU SULEIMAN UMAR 

General Manager-NaEPA 
 


